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Check



Family Room Fireplace



The chimney crown and chimney chase are cracked and deteriorated, we recommend a
chimney contractor to repair. The chimney crown also has a thin layer of mortar, we
recommend a chimney contractor to re-mortar the crown. We recommend installing a rain
cap, and removing the grill rack that is currently there. We recommend repairing the roof
flashing as there is moisture stains inside.



Family Room



The fireplace face has a crack in the mortar, we recommend repairing. There is a crack
between the fireplace face and the hearth, we recommend repairing. The doors and
screens operate well. There is insulation that is exposed behind the doors and screens, we
recommend removing and properly sealing with a non-combustible material. The firebox
opening is too tall, we recommend installing a smoke shield. The damper door is rusted
and broken, we recommend repairing. The firebox is rusted and has moisture, we
recommend repairing.



The chimney flue has gaps between the clay liners, cracks, moisture, and deterioration. We recommend
a chimney contractor to re-line or repair this chimney flue. The smoke chamber has heavy creosote
buildup on the metal, we recommend cleaning.


